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April 12, 2016 
 

Satellite Facilities ‐ Jefferson County 
 

ADDENDUM #1 
 

BIDS DUE: THURSDAY, APRIL 21, 2016 AT 2:00 CDT at the Jefferson County Administration Department, 
311 S. Center Ave. RM 111 Jefferson, WI. At that time Bids will be opened publicly for consideration by 
the Owner.  
 
To all Contract Bidders of record. 
 
This Addendum is issued to modify, explain or correct the original Drawings and Specifications as noted 
below, and is hereby made a part of the Contract documents.  Please attach this Addendum to the 
Specifications in your possession.  Acknowledge receipt of this Addendum in the space provided on the 
Bid Form.  Failure to do so may subject Bidder to disqualification. 
 
This Addendum consists of seven (7) written pages and six (6) attached sheets, pre‐bid meeting sign‐in 
sheets. 
 
REVISED SPECIFICATIONS 
 
Section 09 67 23 RESINOUS FLOORING 

1. Add Paragraph ‘C’ to Section 2.1 – C. Overall system thickness shall be 3/16”. 
 
Section 13 34 19 METAL BUILDNG SYSTEMS 

1. Paragraph 1.7 A – Manufacturer’s standard warranty covering complete assembly shall be 5 
years. 

2. Paragraph 1.7 B – Weather tightness endorsement shall be 20 years. 
3. Paragraph 1.7 C – Extended life endorsement on coated steel shall be a Kynar warranty covering 

35 years for film integrity, 30 years for fading and chalking. 
 
Section 31 20 00 EARTHWORK 

1. Paragraph 3.2 – Preparation:  The soils report describes unacceptable existing conditions at both 
sites.  The Owner will remove all unacceptable fill material and bring the sites back up to existing 
contours using properly compacted engineered fill. 

 
APPROVED MANUFACTURERS 
 
All the following Acceptable Manufacturer's products below must meet or exceed written specifications: 
 
1. Section 08 11 00 Hollow Metal Doors and Frames 

A. Mesker Door hollow metal doors and frames meeting the specification are acceptable. 
 

2. Section 08 41 13 Aluminum Entrances and Storefront 
A. YKK‐AP (Architectural Products) 
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3. Section 09 67 23 Resinous Flooring 
A. Stonhard ‐ Stonshield HRI system is an acceptable equal to the specified systems.  Total thickness 

shall be 3/16”  
B. Micor – System comprised of Micorox 287 Primer, Micorox Decorative Floor, and Micorox 1882 

Sealer is an acceptable equal to the specified systems.  Total thickness shall be 3/16” 
 
4. Section 13 34 19 Metal Building Systems  

A. Behlen Building Systems 
B. Star Buildings Systems 

 
QUESTIONS AND ANSWERS 

 
1. Q:  Do the floors pitch to the catch basins? 

A. Yes. The floor slabs are pitched to the catch basins, which are to be located at ‐0’‐4” from 
finished floor. 

 
2. Q:  Clarify if taxes are to be included. Bid form and spec book are not saying the same 

A. No taxes are required for this project. County will provide tax exempt form.  
 
3. Q:  Are there any allowances? 

A. There are no allowances on this project.              
                 

4. Q:  72100 talks about block wall filled with insulation I don’t see this on the plans? 
A. No insulation filled block is required                
             

5. Q:  Don’t see spec for aluminum window 
A. The spec for exterior windows is the same for Aluminum Storefronts (08 41 13)   
                       

6. Q:  Can the Lake Mills new entrance curbs be saw cut other than be demoed? 
A. Yes.                      

         
7. Q:  What are the site fence requirements 

  A.  Site details are the same for Lake Mills and Concord site. Refer to sheet A‐104 for Site fence 
details.  
 

8. Q:  Are the building permit fees going to be waived? 
  A.   No. All contractors are required to pull and pay for all local building permits and related 
fees.  
 

9. Q:  Is the well and septic by the owner? 
A. Owner will provide under a separate bid. 

 
10. Q:  Will the county do the staking/layout of the buildings? 

  A.  The county will give a control point and the GC must do all the other required staking. 
 

11. Q:  Is there a sectional door jamb/head detail? 
  A.  See attached drawing sheet Ad1.4 
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12. Q:  Don’t see any door frame elevations 
A. See sheet Ad1.1 for frame elevation. All doors to have door frames type ‘B’ with 4” headers.  

 
13. Q:  Missing the wall tile spec? or is there wall tile just see it on the elevations. Sheet A501 detail 9 

A. No wall tile will be installed on this project. Disregard any tile work indicated on the toilet 
room interior elevations.  Resinous Flooring system will still return up the wall 6” as shown.   

 
14. Q:  I took a quick look at this project last night, one small issue I see that could cause a larger issue 

for you in the future is the pushing the water back away from the parapet wall and creating a valley, 
the snow could drift in that location a couple of feet and continue to cause opportunity for leaking.  
See detail A‐401 – Wall section #2. 

A.  For the Lake Mills project, the roof will have tapered sections as shown on the roof plan on 
detail 2/S‐902. The Concord site will have a straight gable roof with no tapered sections. 
 

15.  Q:  Could you verify the spring cycle for me? It lists in the Specs ‐ Heavy Duty ‐ 700,000 cycles. The 
Clopay door manufacturer only goes to 100K and they are listed as acceptable door provider for this 
project? 

  A.  Spring cycle should be 100,000 cycle not 700,000 as noted on specs. 
 
16. Q:  I am working on a Door proposal for the Jefferson County Satellite Facilities. On the door 

schedule, there are Frame types A & B scheduled.  Frame types A & B are not defined.  
    A.  See sheet Ad1.1 for frame elevation. All doors to have door frames type ‘B’ with 4” headers. 
 
17. Q:  Please confirm that the 2 buildings (Concord and Lake Mills) are identical as it pertains to 

Division 8. 
A.  The layout of the buildings are the same for both sites but the exterior elevations differ 

somewhat.  Exterior windows and doors shall be as shown on sheets A‐203 & A‐204. See 
elevations and details for building differences.  

 
18.  Q: Behlen is not on the list of specified acceptable manufacturers. We will need to send a pre‐

approval packet to the architect. Is the packet to be sent direct or are we to submit to Brickl Bros? 

A.  Behlen has been added to the acceptable manufacturer list. 

1,  What is the design code? 
  A: Design is per the Wisconsin Commercial Building Code and the International Building Code‐2009. 
2,  What is the ground snow load? 
  A: 30 p.s.f. 
3,  What is the minimum roof snow load? 

A: 21 p.s.f. 
4,  What is the wind speed? 
  A: 90 m.p.h. 
5,  What is the collateral load? 

A: In addition to the building loads shown on the drawings, allow 3 p.s.f. for mechanical and 
miscellaneous. 

 

19.  Q: Mills Lake Site:  
1,  Are we to include a spandrel beam for support of the masonry? 

A: Spandrel beam should be provided at the top of the masonry wall to transfer lateral forces into 

building frame.   
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2,  The top of masonry is shown to be 18’‐0” – What is the eave height? 

A: Eave height is 18’‐0” as shown on both Sheets A‐203 and A‐204.  Roof slope for both buildings is 

2:12 as shown on SheetA‐204. 

3,  What overhang is required on the roof? 

A:  Overhang shall be 1’‐9” from outside face of wall framing as shown on Section 5 on Sheet A‐401. 

 

20.  Q: Specification section 13 34 19 1.7.A calls for manufacturers standard warranty covering 

complete assembly but does not state what the term of the warranty must be. 

Behlen offers a 5 year materials and workmanship warranty. Is this sufficient? 

    A.  Yes 

 

21.  Q: Specification section 13 34 19  1.7.B calls for a 50 year weatherightness endorsement. 

Behlen standard weathertightness warranty is for a 20 year term.  Is this sufficient? 

    A.  Yes 

 

22.  Q: Specification section 13 34 19  1.7.C calls for an extended life endorsement on coated steel but 

no term is indicated. Behlen offers a Kynar warranty covering 35 yrs for film integrity, 30 years for fading 

and chalking.  Is this sufficient? 

    A.  Yes 

 

23.  Q: Specification section 13 34 19 2.1.G calls for purlins, eave struts and girts to have factory 

punched holes for panels attachment. Behlen secondary members have factory punched holes for 

attachment to the primary framing but not to the panels.  Is this acceptable? 

    A.  Yes, provided fasteners used to attach panels to secondary framing members are sufficient 

to withstand all imposed loads. 

 

24.  Q: Specification section 2.1.J calls for VP Tech Four wall panels. Behlen does not manufacture a wall 

panel with this profile. We will need to buyout the wall panels from MBCI Designer Series 16” Fluted. 

A.  Manufacturer’s similar panel may be used, provided it meets the gauge of the specified 

panel. 

 

25.  Q: Specifications section 13 34 19 2.1.P.4 calls for Red primer.  Specification section 2.3.E.1 calls for 

primer per TT‐P‐636. This is an outdated specification.  Behlen standard primary framing primer is Dark 

Gray per SSPC Paint 15.  Is this acceptable? 

    A.  Yes. 

 

26.  Q: Aluminum gutter and downspouts are specified per Section 07 60 00.  Behlen provides gutter and 

downspouts from the same material as the roof panels per ASTM A792  AZ50.  Is this acceptable or do 

we need to submit a substitution request? 

    A.  This is acceptable. 

 

27.  Q: Are you going to show a window head and sill detail(s) 

    A.  See attached detail sheets Ad1.2 and Ad1.3 
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28.  Q: Detail 1 on sheet A‐501, is it the intent to have the galv angle iron sticking out of the slab (1/2”) 

    A.  Yes the angle should be 1/2" vertical face exposed. 

 

29.  Q: What is block type 4? 

    A.  This question will be addressed in Addendum #2. 

 

30.  Q: Is there more landscape information for lake Mills, I see a retaining wall not sure of 

elevations/materials. Spec speaks of plantings/shrubs? 

A.  Bidders are only required to re‐establish the turf.  See revised sheet A‐102 for retaining wall 

detail.    

 

31.  Q:   Lake Mills: the roof downspouts go into the drain tile (which I don’t see on the plumbing 

drawing) is the well and septic by owner? 

A.  See Sheet A‐102.  6” & 8” PVC C900 pipe are shown to pick up roof downspouts and route 

storm water to the existing retainage pond.  Well and septic will be bid separately, not 

included in this project scope.  

 

32.  Q: Concord site: 

Sheet A‐104 says the one story wood building is to remain, on sheet E‐102 says to demo? Or is this just 

some electrical demo? 

    A.  Existing wood building is to remain. Disregard note on sheet E‐102 

  1,  Are there any allowances? 

    A.  No. 

  2,  Are permits fees waived at either site?    

    A.  No.  Contractor is required to obtain and pay for all Concord and Lake Mills building permits.  

 

33.  Q: Can you please confirm the Occupancy Type as well as Occupant Load for these facilities?      

    A.  Building occupancy type is S‐2.  Occupant load is 31. 

 

34.  Q:   Are either of the buildings going to incorporate a fire protection/sprinkler system? 

    A.  In addition to the building loads shown on the drawings, allow 3 p.s.f. for mechanical and 

miscellaneous.  This would include a future sprinkler system. 

 

35.  Q:   On page E‐201 there is a fixture type “K” in (2) locations that is not on the lighting schedule. 

Should that be a type H ? And is there supposed to be one above the man door on the north side of the 

building ? I don’t see that on the site plan but I see it on the lighting plan 

    A.  See comment under Revision to Drawings on sheet E‐201 

 

36.  Q: The type “F” on the lighting schedule is not on the plan but I see a type “B” on the lighting plan 

that would make sense in its place.    

    A.  See comment under Revision to Drawings on sheet E‐403 
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37.  Q:   The symbol legend shows that duplex and quad GFI’s have the same symbol but seem to be 

different on the power plan ? 

    A.  Please see revised symbol legend attached to this addendum. 

 
38.  Q: Are the floor plans the same for each building? Is there the same amount of doors type HG?    

    A.  Yes, both building are the same. What differs one building from the other are the exterior 

finishes. 

 

39.  Q:   Where is there 3/8” tinted glass? 

    A.  None 

 

40.  Q: Where is the ¼” grey tint glass installed?    

    A.  None   

 

41  Q:   Is all exterior glass grey tint glass? 

    A.  Yes 

 

42.  Q: Is there any butt‐glazing    

    A.  No 

 

43.  Q:   Plan Shows type K fixtures as an exterior egress light. There is no spec on this fixture 

    A.  See information included in this addendum. 

 

44.  Q:   Plans show type B fixtures as an interior emergency only light. There is no spec on this fixture 

    A.  See information included in this addendum. 

 

45.  Q:   Concord services shows a single phase service feed and shows 3 phase equipment. Need to know 

what to do on this 

A.   For the Concord site, the panel schedules on E403 apply. These panel schedules are single 

phase, and show only single phase load. The panel schedules on E401 apply to the Lake Mills 

site only. 

 

46.  Q:   Confirm that Lake Mills is a 3 phase service 

A.  Three phase power is available at the Lake Mills Site. The existing panel on the existing salt 

building to remain on this site is clearly labeled at 120/208v 3ph 4W. 

 

47.  Q:   There is a conflict on who pays for permits.  Section 00 73 00 3.7.1 says by Owner.  Section 01 10 

00 1.1.D.3 and the Title Sheet say the G.C. 

  A.  Contractor is required to obtain and pay for all Concord and Lake Mills building permits.  The 

Owner will pay for building REVIEW permits only (i.e. State of Wisconsin plan review or zoning 

permits), not building permits. 
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48.  Q:   There are only three lines for listing subs on the bid form.  One bidder asked if they could attach 

a sheet. 

    A. Subcontractor lists are due within 24 hours of the bid and can be on any media. 

 
49.   Q:  Will both projects be constructed at the same time. 
  A. Yes. 
 
50.  Q:   Will the excavation spoils be able to remain on these sites 
    A. Yes.  The county will haul off site.  Coordinate stockpile areas with county. 
 
51.  Q: I see these facilities are out for bid.  Will the testing be through the owner or contractors? 
    A. Testing will be by the Owner 
 
52.  Q: One bidder asked about the expected commencement date.   

A.  Assuming the bids are within budget, approval will be sought at the county board on May 
10th.  Bids do need to be good for 90 days as stated, allowing for unanticipated delays.  The 
150 days will start once contract is signed.  

 
REVISION TO DRAWINGS 
 
1. Sheet S‐902. Lintel mark ‘L‐3’ changed to a L4x4x1/4 and L5x5x5/16 double angle. 

 
2. Sheet E102. One story wood building, delete note which says demo existing building.  

 
3.  Sheet E201.  

a.  Light fixture labeled ‘K’ near lower right corner of building, change to fixture type ‘H’ 
b.  Light fixture labeled ‘K’ near lower left corner of building, delete this fixture.  
 

4. Sheet E403. Change item type ‘F’ to type ’B’. 
 

ATTACHED DRAWINGS 
 

1. Ad1.1  Door Frame Type 
2. Ad1.2  Window Sill Detail 
3. Ad1.3  Window Head Detail 
4. Ad1.4  OH Door Head Detail 
5. A‐102   Lake Mills Site Plan 
6. Revised Electrical Symbol Legend 

 
 

*  *  *  *  *  *  *  *  *  *  * 
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SCALE:  3/8" = 1'-0"

Ad1.1Jefferson County - Satellite Facilities

Frame Types.

 3/8" = 1'-0"
Ad1 - Door Frame



INTERIOR WALL PER
WALL SECTIONS

(08 80 00)(08 41 13) ALUMINUM STOREFRONT
THERMALLY BROKEN FRAME
W/ 1" LOW-E INSULATED GLASS

4"

(13 34 23) C-CHANNEL

(08 41 13) CONT. SEALANT

(08 41 13) SILL FLASHING

(04 20 00) STAINLESS STEEL BASE FLASHING

(04 20 00) FLASHING AND WEEPS PER SPEC

(04 20 00) MASONRY WALL
TYPE PER EXTERIOR ELEVATIONS
AND WALL SECTIONS

(08 41 13) ALUMINUYM FLASHING W/ END DAM

(08 41 13) SHIM/INSULATION
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SCALE:  3" = 1'-0"

Ad1.2Jefferson County - Satellite Facilities

Window Sill Detail



(08 80 00)(08 41 13) ALUMINUM STOREFRONT
THERMALLY BROKEN FRAME
W/ 1" LOW-E INSULATED GLASS

(04 20 00) CMU WALL
TYPE PER EXTERIOR ELEVATIONS
AND WALL SECTIONS

(04 20 00) FLASHING AND WEEPS PER SPEC

(04 20 00) STAINLESS STEEL BASE FLASHING

(13 34 19) C-CHANNEL

INTERIOR WALL
PER WALL SECTIONS

(05 12 00) LINTEL PER FRAMING PLAN

(08 41 13) ALUMINUM FLASHING

(08 41 13) CONT. SEALANT

(08 41 13) SHIM/INSULATION
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SCALE:  3" = 1'-0"

Ad1.3Jefferson County - Satellite Facilities

Window Head Detail



(13 34 19) STRUCTURAL FRAMING
AT OVERHEAD DOOR OPENING

(04 20 00) FLASHING
AND WEEPS PER SPEC

(04 20 00) FLASHING AND
WEEPS PER SPEC

(08 30 00) OVERHEAD DOOR PER SCHEDULE

(08 30 00) WEATHER STRIPPING AT JAMBS AND HEAD

(07 92 13) CONT. SEALANT AT WEATHER STRIPPING

(05 12 00) LINTEL
PER FRAMING PLAN

(04 20 00) CONT. BOND BEAM
W/ 2 - #4 BARS
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SCALE:  3" = 1'-0"

Ad1.4Jefferson County - Satellite Facilities

OH Door Head
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CONCRETE TYPE 'A'

C.B. #1
RIM: 838.5
INVERT: 836.8

363' - 12" RCP @ 1.04%

PEAK FLOW CALCULATION:
32,600 S.F. PAVING X 32.5 S.F./GPM = 1,004 GPM
6,100 S.F. LAWN X 104 S.F./GPM = 59 GPM
TOTAL EXPECTED LOAD = 1,063 GMP
ALLOWABLE LOAD = 1,630 GPM
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12" DIA PIPE W/ APRON
INVERT: 833

C.B. #2
RIM: 837.25
INVERT: 834.2

6" DIA SAN PIPE
INVERT: 836.5

EXISTING SANITARY MANHOLE
RIM: VERIFY IN FIELD
INVERT: 832.4 MAX

PEAK FLOW CALCULATION:
9,600 S.F. ROOF X 26 S.F./GPM = 370 GPM
9,000 S.F. LAWN X 104 S.F./GPM = 87 GPM
TOTAL EXPECTED LOAD = 457 GMP
ALLOWABLE LOAD = 710 GPM

8" PVC C900
225' @ 1.04%

C.B. #3
RIM: 838.85

INVERT: 835.35

6" PVC C900
162' @ 1.04%

8" DIA PIPE W/ APRON
INVERT: 833

6" PVC C900
166' @ 1.04%
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PEAK FLOW CALCULATION:
4800 S.F. ROOF X 26 S.F./GPM = 185 GPM
ALLOWABLE LOAD = 340 GPM
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PLAN NORTH
SCALE: As indicated

A-102Jefferson County - Satellite Facilities

March 22, 2016

Lake Mills Site

Lake Mills Site & Concord Site

 1" = 30'-0"1 Lake Mills Site

Addendum #1 April 7, 2016

NOTE

SEE SHEET A-104 FOR SITE PLAN DETAILS

 1/2" = 1'-0"2 Retaining Wall
1





Jefferson County 4/8/2016

Highway Satellite Facilities  

Pre-Bid - April 8, 2016 PLEASE PRINT ALL INFORMATION  CLEARLY     

PERSON     BIDDING
COMPANY NAME SIGNING PHONE E - MAIL     DIVISION

1 Brenner Corporation Randy Girard 414-482-2500 randy@brennercorp.com HVAC

2 Wil Surge Electric Ralph Willing 262-781-9210 ralph@wilsurge.com Electric

3 Harmony Construction Paul Reed 608-224-3310 harmonyinc@harmonycm.net GC

4 Parking Lot Maintenance  (PLM) Kevin Christianson 608-359-6676 kevin@plmpaving.com Paving

5 Rozga Plumbing & Heating Todd Stair 414-258-9911 tstair@rozgacorp.com Site Utilities

6 Cardinal Construction Jeff Schwartz 920-922-4446 jschwartz@cardinalconstructionco.com GC

7 Absolute Construction Mike Wiedenbeck 262-456-6802 mwiedenbeck@absoluteconstruct.com GC

8 Air Temperature Services Kyle Schmalzer 608-257-2600 kschmalzer@airtemperature.com HVAC

9 Alliance Building Contractor Tim Lawton 920-726-6616 tim.lawtonbuilds@gmail.com MTL. Blds

10 J.S. Hassinger John Kamuchey 262-252-4701 john.kamuchey@jhhassinger.com GC

11 Air Quality Systems Eric Legreid 608-838-4026 elegreid@airquality‐systems.com HVAC

12 Pieper Electric Jared Schultz 608-225-6613 jared.schultz@pieperpower.com Electric

13 Brickl Bros. Philip Dyas 608-769-0337 pdyas@bricklbros.com GC

14 Advance Building Corp Pat Baldwin 608-833-0900 pbaldwin@advbldcorp.com GC

15 Camosy Construction Josh Johnson 262-620-8092 joshjohson@camosy.com GC

16 Monona Plumbing & FP Sarah Leimer 608-501-8075 sleimer@mononapfp.com plumbing

17 Duel Concrete Construction Josh Duel 920-933-4255 josh@duelconcrete.com concrete 

18 Vogel Bros. Building Ted kelly 608-241-5454 tkelly@vogelbldg.com GC

19 KSW Construction Dan Crow 608-245-2290 danc@kswconstruction.com GC

20 Midwest Electric Ryan Lubke 920-699-5158 rynel@mwelectric.net Electric
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